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Lines pressed

on Q1l, F and KM
should be pressed
on Y-terminal.

2. Type B terminal.
3. pressed on the
SW. Other wire
harnesses need to
be soldered

4.No line
diameter 1.5mm?>.
5. Both sides of
the terminal bar
need to add
universal terminal
fixing parts
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RA MC1 MC2 RS vC VE
T Terminal blocks F4 | Protective tube 4A
KM2 AC contactor 25A. 115V | p3 Protective tube 16A
KM1 AC contactor 25A, 115V | F2 Protective tube 16A
XC Time delay relay 115V F1 | Protective tube 160
ST2 Frost probe RS :’;::f”gg'"g heating 115V 45W/55W/65W
ST1 T TERETr RA | RS 000,/ 14000/ 1800K
TC [Thermostat/Temp. Controller| 115V VC | Condensate fan 115V
W Permutator MCL | Compressor 115V
VE Evaporator fan 115V MC2 | Compressor 115V
(1500/2000/2500)

MWD500002

5659 Royalmount Ave.

Montreal, QC H4P2P9 CANADA
Telephone: (514) 737-9701

Toll Free Telephone: 1-888-275-4538
Fax: (514) 342-3854
MVPGroupCorp.com

L KOOL-IT ]

3560 NW 56th St.

Fort Lauderdale, FL 33309 USA
Telephone: (786) 600-4687

Toll Free Telephone: 1-844-218-8477
Fax: (786) 661-4100

Email: Service@MVPGroupCorp.com



